2024-1061 REV.0 H4-44
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g DESCRIPTION PART NO. MANUFACTURER PRIMARY PUMP PRIMARY PUMP sclelele Clelele sclele|e sSlellle Sl H sclele|e I K Sl I K i K
1| 3/LS11542A-W1; WHITE_INDICATING LIGHT (230VAC) ZBV-M1 SCHNEIDER o | s s | AR ARA RARA R
2 | 43/SV900PMP-011&012; SELECTOR SWITCH GN32H-69-U KONCAR ./ ./ @/
3] 1/SV900PMPO11—R1; RED INDICATING LIGHT (230VAC) Z8V-M4 SCHNEIDER seconown e Secoom ruue iR &' ©
4| 1/SV900PMPO11-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER S
5 | 1/SV900PMPO12-R1; RED INDICATING LIGHT (230VAC) ZBV-M4 SCHNEIDER /‘@ /@ ™
6 | 1/SV900PMPO12-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER CE .
7 1/5V900PMP—-011&012; MAIN SWITCH GN32H-52-U KONCAR -’ e
8 géz/{z(az;vg:z—v\:u; WHITE INDICAT%NG LIGHT (230VAC) ZBV-M1 SCHNEIDER ’ ° , PRIARY PUMP
9 [13/(583858<W15 TNKO2—HI/INL; JWHITE_INDICATING LIGHT (230VAC) | ZBV-M! SCHNEIDER
10](3/¢$8325BM15 TNK02-LO/INL] WHITE_ INDICATING LIGHT (230VAC)| ZBV-M1 SCHNEIDER @ @ @
11] 3/LS11106A-W1; WHITE INDICATING LIGHT (230VAC) ZBV-M1 SCHNEIDER . - ST WATER < < < <
12| 1/W900PMPO3-R1; RED INDICATING LIGHT (230VAC) ZBV-M4 SCHNEIDER St P : iy : iy : i : iy
13| 1/W900PMPO3-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER ‘ ‘ ,. £ % ﬂ % ﬂ % ﬂ % ﬂ
14| 43/FDI0OPMP—0024003; SELECTOR SWITCH GN32H=55-U KONCAR © R ] R ] R :| R :| T
15[ 1/W900PMPO3; MAIN SWITCH GN32H-06-U KONCAR SEWAGE PO 1 SO PUNP T ' o] . . . o] =]z
D 16] 1/FDIOOPMPO02—R1; RED INDICATING LIGHT (230VAC) ZBV-M4 SCHNEIDER TROUBLE TROUBLE , oo ofs][oeofe][ooofe][o0 o] |= ° \ = 9 \ = 9 % i i ] ® D
17] 1/FDI0OPMPQ02-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER 4 eirepiral plre e ] ] U J o U U g U U 1]
18] 43/W900PMP-01&02; SELECTOR SWITCH GN32H-55-U KONCAR O/l [ [O/ R O/ [O/ R
19[ 1/FDI0OPMPO03-R1; RED INDICATING LIGHT (230VAC) ZBV-M4 SCHNEIDER e M oar s [o—v—s] [o—s—s]| [—s—® © ()
20[ 1/FDI00PMPO03—G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER
21| 1/FD900PMP-002&003; MAIN SWITCH GN32H-06-U KONCAR (s6)
22| 1/W900PMPO1-R1; RED INDICATING LIGHT (230VAC) ZBV-M4 SCHNEIDER _
23 1/W900PMPO1-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER
24| 1/W900PMPO2-R1; RED INDICATING LIGHT (230VAC) 7BV-M4 SCHNEIDER , <+
25 1/W900PMP02-G1; GREEN INDICATING LIGHT (230VAC) ZBV-M3 SCHNEIDER
26/ 1/W900PMP-01402; MAIN SWITCH GN32H-06-U KONCAR
27| TERMINAL BLOCKS 16mm2 (5 PCS) WDU16 WEIDMULLER
28| TERMINAL BLOCKS 2,5mm2 (30 PCS) WDU2.5 WEIDMULLER
29| TERMINAL BLOCKS 4mm2 (103 PCS) WDU4 WEIDMULLER
30| PE_BAR
31| N BAR 2024-1061 ZKP
F |32 3/LS115426; RELAY RL14 RL14 TRACON 2024-1061 F
33| 3/LS115428; RELAY RL14 RL14 TRACON
34| 3/LS11106A; RELAY RL14 RL14 TRACON
35| 3/LS111068; RELAY RL14 _REJ4 TRACON
36/(3/1583258 REKAY R(14,4 3/TNKO2-HI; RELAY RL14-24vDC 5 [ RC142( RL14-24DC W TRACON
37| 3 4583758, RELXT RiA(4 § 3/TNK02-L0; RELAY RL14-24VDC} R4 X RL14-24DC) TRACON
38| 52/FDI0OPMPO02:CIRCUIT BREAKER PKZMO-10 PKZMO—10(230V50H2) EATON
39| 52/FDI00PMPOO3;CIRCUIT BREAKER PKZM0-10 PKZMO—10(230V50HZ) EATON
40| 52/SV900PMPO11;CIRCUIT BREAKER PKZM0-10 PKZMO—10(230V50HZ) EATON
41] 52/SV900PMPO12,CIRCUIT BREAKER PKZMO-10 PKZMO—10(230V50HZ) EATON
42| EE106PNLA700-CB4;CIRCUIT BREAKER FAZ-C10/1 FAZ-C10/1 EATON
43| EE106PNLA700-CB5;CIRCUIT BREAKER FAZ-C10/1 FAZ-C10/1 EATON
44] EE106PNLA700—CB6;CIRCUIT BREAKER FAZ—C10/1 FAZ-C10/1 EATON FRONT R FRONT (INSI P R
45| EE106PNLA700-CB7:CIRCUIT BREAKER FAZ-C10/1 FAZ-C10/1 EATON
46| EE106PNLA700-CBB,CIRCUIT BREAKER FAZ-C10/1 FAZ-C10/1 EATON
47| EE106PNLA700-CB9;CIRCUIT BREAKER FAZ-C10/1 FAZ-C10/1 EATON
48| 42/W900PMPO1; CONTACTOR DILER-31 (230VAC) DILER-31(230V50HZ) EATON
F [49] 42/W900PMPO2; CONTACTOR DILER-31 (230VAC) DILER—31(230V50HZ) EATON F
50| 42/W900PMPO3; CONTACTOR DILER-31 (230VAC) DILER—31(230V50H2) EATON
51| 42/20-W518; CONTACTOR DILER-31 (230VAC) DILER—31(230V50HZ) EATON
52| 42/FDI0OPMPO02; CONTACTOR DILM17-21 (230VAC) DILM17-21(230V50HZ) EATON
53| 42/FDIOOPMPO03; CONTACTOR DILM17-21 (230VAC) DILM17-21(230V50HZ) EATON
54| 42/SV900PMPO11; CONTACTOR DILM17-21 (230VAC) DILM17-21(230V50HZ) EATON
55| 42/SV900PMPO12; CONTACTOR DILM17-21 (230VAC) DILM17-21(230V50HZ) EATON
56| EE106PNLA700-XFR1; CONT. TRANSFORMER 400/230VAC (100vA) | STNO.1(400/230) EATON
57| EE106PNLA700-XFR2; CONT. TRANSFORMER 400/230VAC (100VA) | STNO.1(400/230) EATON
58] EE106PNLA700-XFR3; CONT. TRANSFORMER 400/230VAC (100VA) | STNO.1(400/230) EATON
50| EE106PNLA700-XFR4; CONT. TRANSFORMER 400/230VAC (100VA) | STNO.1(400/230) EATON
60| EE106PNLA700-FU2; 300mA FUSE FNQ-3/10 BUSSMANN
61] EE106PNLA700-FU3; 300mA FUSE FNQ-3/10 BUSSMANN
62| EE106PNLA700-FU4; 300mA FUSE FNQ-3/10 BUSSMANN
63| EE106PNLA700-FUS5;_300mA FUSE FNQ-3/10 BUSSMANN
64| 49/FD900PMPO02; OVERLOAD RELAY ZB32-10 (230VAC) 7B32-10(230V50HZ) EATON 7P
65| 49/FDI00PMP003; OVERLOAD RELAY ZB32-10 (230VAC) 7832-10(230V50HZ) EATON 0261061
G [66] 49/5v00PMPOT1; OVERLOAD RELAY 7B32-10 (230VAC) 7B32-10(230V50HZ) EATON G
67| 49/SV900PMP012; OVERLOAD RELAY 7B32-10 (230VAC) 7B32-10(230V50HZ) EATON
68| CABLE_TRUNKING 60x60 mm (7,2 m) e S s g Rz
69 COMPACT ENCLOSURE_(WxHxD) 1200x1200x400mm 5123.500 RITTAL 2. Design Mod. No: _ZKP_2024-1061
70| 3/5V900PMPO11-R1; RELAY RLO8 RLO8 TRACON 3 owing Rev Nt L
71| 3/SV900PMPO11-G1; RELAY RLO8 RLO8 TRACON ZKP 5. Resp. Eng-b, SEGUIA_ Dote 032026 _
72| 3/SV900PMPO12-R1; RELAY RLOS RLO8 TRACON 2024-1061 6 Crecker: BBAS _____ Dot 032026
73| 3/SV900PMPO12-G1; RELAY RLOS RLO8 TRACON
| 74 3/CTL1; RELAY RL14 RL14 TRACON
| 75 3/CTL2; RELAY RL14 RL14 TRACON
| 76| 3/CIL3; RELAY RL14 RL14 TRACON NUKLEARNA ELEKTRARNA KRSKO
! 77| 3/CTL4; RELAY RL14 RL14 TRACON NUCLEAR POWER PLANT KRSKO
! 78| EE106PNLA700-CTL1; PUMP CONTROLER AMACONTROL Il AMACONTROL Il KSB EE106PNLA700 OSC BLDG PUMPS CONTROL PANEL
| 79| EE106PNLA700-CTL2; PUMP_CONTROLER AMACONTROL I AMACONTROL Il KSB
! 80| EE106PNLA700-CTL3; PUMP CONTROLER AMACONTROL Il AMACONTROL Il KSB
o 81| EE106PNLA700-CTL4; PUMP_CONTROLER AMACONTROL Il AMACONTROL Il KSB GENERAL VIEW\ & EQUIPMENT ARRANGEMENT
3 82| 3/CTL1-W1; WHITE_INDICATING LIGHT (230VAC) ZBV-M1 SCHNEIDER Original Design Firm: SIPRO_INZENIRING d.0.0. DESIGN INEERING
& H [83] 3/CTL2-W1; WHITE INDICATING LIGHT (230VAC) ZBV-M1 SCHNEIDER foegtlogic\j/is';ﬁoonm:r:dDE)?:Ie'?g: :;ﬁ NUCLEAR POWER _PFANT KRSKO KRSKO, SLOVENIA H
. 84| 3/CTL3-W1; WHITE INDICATING LIGHT (230VAC) ZBV-M1 SCHNEIDER o PN T ARRROUAL
g 85| 3/CTL4-W1; WHITE INDICATING LIGHT (230VAC) -M1 SCHNEIDER THIS IS A CAD DRAWING AND SHOULD NOT BE REVISED OR MODIFIED MANUALLY |7 7 3.
= 86| 1/W518; MAN_SWITCH N32C06<0f CN3ZH-D52-U) KONCAR P VINTAR RPETAN B. PEVEC
§ 87| /W58 -0PEN REDPUSH BUTTON. | 800F-X30 REFERENCE
3 88| EE106PNLA700-CB10;CIRCUIT BREAKER ETIMAT P10 3p+N ETIMAT P10 3p+N C6 DRAWINGS:
[ve) SCALE
o o [o01.2022] Pv.| 1ssuED PER MOD. 1056-NA-L rRp. | Bp. | 150 C-809-232
E NO. DATE BY REVISION CKD. BY|LE APPR. DRAWING NUMBER SYSTEM

10 ‘ 9 8 7 6 ? 5 4 3 2 |






